KEY DESIGN CRITERIA

1. A minimum 5'-0" diameter turning space shall be provided within the room.
2. All wall accessories shall be located in compliance with ADAAG requirements.
3. Finishes shall be coordinated with the CC Room Finish Schedule.
4. Each facility should have one Lactation room which can be located anywhere within the building.
5. The door should be equipped with a Privacy Lockset at a minimum (card swipe is preferred).
6. Provide a dimming light fixture and dimming occupancy sensor switch.

FLOOR PLAN

SCALE: 1/4" = 1'-0"

WALLS TO BE FULL HT. AND HAVE STC OF 47 MINIMUM

TRASH RECEPTACLE UNDERCOUNTER

SIDE TABLE

26" CHAIR

TALL STORAGE CABINET
NOTE:
SINK TO BE CORIAN 809 OR EQUIVALENT w/ GOOSENECK FAUCET AND WRISTBLADE HANDLES

THERMOSTAT MAY OCCUR

NOTE:
CEILING GRID TO STOP AT PLASTIC LAMINATE SOFFIT

FULL HEIGHT PARTITIONS

SCALE: 1/4" = 1'-0"

SCALE: 1/4" = 1'-0"