KEY DESIGN CRITERIA

1. Water Closets shall be wall mount type. A minimum 5'-0" diameter turning space shall be provided within the toilet room.
2. All wall accessories shall be located in compliance with ADAAG requirements.
3. Finishes shall follow those listed for Public Toilet Rooms and be coordinated with the CC Room Finish Schedule.
4. Baby changing station, nurse call, and power assist door may occur. Coordinate requirement with CC Planning.

FLOOR PLAN
SCALE: 1/4" = 1'-0"

OTHER FEATURES:
1. CERAMIC/ PORCELAIN TILE FLOOR AND BASE.
PUBLIC TOILETS: RECESSED LIGHT COVE WITH STAGGERED STRIP FLUORESCENT FIXTURE
CLINICAL TOILETS: USE 1 x 4 LIGHT FIXTURE WITH NO BULKHEAD

SCALE: 1/4" = 1'-0"

LE.D. DOWNLIGHT
FULL HEIGHT PARTITIONS

SCALE: 1/4" = 1'-0"
1/2" PARTICLE BOARD W/ PLASTIC LAMINATE FACES AND 2mm ABS EDGES (TYPICAL)

DOCUMENT HOLDER

SCALE: 1 1/2" = 1'-0"